The performance of a Mechanical Vapour Compression (MVC) chiller is experimentally investigated under operating conditions suitable for sensible cooling. With the emergence of the energy efficient dehumidification systems, it is possible to decouple the latent load from the MVC chillers which can be operated at higher chilled water temperature for handling sensible cooling load. In this article, the performance of the chiller is evaluated at the elevated chilled water outlet temperatures (7 -17° C) at various coolant temperatures (28 -32° C) and flow rates (ΔT = 4 and 5° C) for both full-and partload conditions. Keeping the performance at the AHRI standard as the baseline condition, the efficacy of the chiller in terms of compression ratio, cooling capacity and COP at aforementioned conditions is quantified experimentally. It is observed that for each one-degree Celsius increase in the chilled water temperature, the COP of the chiller improves by about 3.5% whilst the cooling capacity improvement is about 4%. For operation at 17° C chilled water outlet temperature, the improvements in COP and cooling capacity are between 37 -40% and 40 -45%, respectively, compared to the performance at the AHRI standards. The performance of the MVC chiller at the abovementioned operation conditions is mapped on the chiller performance characteristic chart.
Introduction
From the landmark introduction of the modern air conditioner by Wills Carrier in 1902 [1] [2] [3] , the mechanical vapour compression (MVC) systems have been the backbone of the heating ventilation and air conditioning, (HVAC) industry especially in building sector. However, significant amount of energy is utilized in the building sector, for instance, in the U.S., 41% of primary energy consumption is accounted for this sector in 2010 whilst air-conditioning for heating and cooling is about 48% of the building energy consumption [4] [5] [6] . A vapour compression refrigeration cycle essentially consists of an evaporator, a compressor, a condenser and an expansion device to pump the heat from a lowtemperature reservoir to a higher one using electrical work input [7] [8] [9] . In air-conditioning application, the space to be cooled is the low-temperature reservoir whilst the ambient is the higher temperature reservoir [10, 11] . The refrigerants employed in the MVC systems have evolved from CFCs and HCFCs to environmental-friendly versions such as CO 2 , Hydro-Fluoro-Olefin 1234yf etc. [12] [13] [14] [15] .
With technological advancements, the best available energy consumption figure for the water-cooled chiller is reported to be about 0.47 kW/ton for full-load whilst 0.38 kW/ton for the Integrated Part Load Value or the IPLV [16] . A higher COP can be attained by narrowing the temperature difference between the heat sink and heat source. Conventionally, comfort air conditioning is achieved by the removal of moisture (latent load) and lowering of the temperature of air (sensible load) simultaneously in a common exchanger to achieve suitable supply air conditions. Such a cooling and dehumidification process limits the efficiency of a chiller. The removal of moisture by dew point condensation at the evaporator is the major factor contributing to the power consumption. By decoupling dehumidification load of a chiller using a separate dehumidifier, the MVC system can be operated at elevated chilled water temperature for improved efficiencies [17] .
With the emergence of the advanced and efficient dehumidification systems, it is possible to decouple the latent load from the electric-driven air conditioners [18] [19] [20] [21] [22] [23] . It is reported that the theoretical COP of an advanced dehumidification system can be from 9 to 17 with corresponding compression ratios of 1.5 to 3 [17, 24] whilst the membrane dehumidification system using a sweep gas configuration can provide the dehumidification efficiency more than 200% [25] . Thus, the mechanical vapour compression chillers can be operated at the elevated chilled water outlet temperatures to handle the sensible load only. Operating at the higher evaporating temperatures for the same coolant temperature reduces the pressure ratio of the compressor. Thus, significant savings in the energy consumption are realized in addition to cooling capacity improvement. The performance of a chiller is normally assessed in accordance with the guidelines by the AHRI standards whilst works on the chiller performance analysis and models are abundantly available in the literature with various types of refrigerants [26] [27] [28] [29] . However, these works mainly focussed on the operating conditions suitable for the dehumidification process where a typical chilled water outlet temperature is about 7° C [26] . No work is available on the performance of the MVC chillers at operating conditions only for the sensible load handling i.e., the performance at elevated chilled water temperature. In this paper, the performance of the chiller, in terms of the Coefficient of Performance (COP) and the cooling capacity, is evaluated experimentally at the elevated chilled water outlet temperatures (7 -17°C) using various coolant temperatures (28 -32° C) and flow rates (ΔT = 4 and 5° C) for both full-and part-load conditions.
Experimental setup and procedures
A water-cooled MVC chiller with cooling load and temperature rating facilities is constructed for performance evaluation tests. In the rating facilities, the required set points are achieved by mixing water from the cooling tower, the evaporator and the condenser using PID controller for the supply and bypass valves whilst Table 1 lists the operating conditions. The AHRI Standard 551/591 is adopted for the chiller rating where the standard conditions are 7° C and 0.0478 l/(skW) for the chilled water and 30° C for cooling water [4] . Table 2 furnishes details on the measuring instruments installed on the test facility. The facility can give the control accuracy of ±0.1° C and ±0.45 LPM. Figure 1 gives the pictorial view of the test facility. A data acquisition protocol was developed using the LabVIEW environment where the acquired data are processed using thermophysical properties of the refrigerant R134a. The steady state conditions were maintained at least 45 minutes for each set point. The superheat and sub-cooling were maintained at 6.5±0.5° C and 3.5±0.5° C, respectively. The cooling capacity and the heat rejection at the condenser are calculated as, 
Here EB is the energy balance and Com P is the compressor power which is directly acquired using a power meter. The coefficient of performance (COP) of the system is calculated as,
Results and Discussion
The performance of the MVC chiller is evaluated at both full-and part-load conditions. Tests on the AHRI standard conditions were first carried out as the baseline performance before performing tests at elevated chilled water temperature conditions. Steady state conditions were maintained at least 45 minutes for each set point. Four sets of test conditions i.e., (#1) at ΔT = 5° C for the condenser at fullload, (#2) at ΔT = 4° C for the condenser at full-load, (#3) at ΔT = 5° C for the condenser at part-load (45 Hz for the compressor) and (#4) at ΔT = 5° C for the condenser at part-load (40 Hz for the compressor). For each set of test conditions, the temperature of the cooling water to the condenser is varied from 28° C to 32° C. The data analysis and processing is carried out using Mathematica 10.3
and all the data presented here are within 95% confident level. The quality of the data and the merit of the experimental facilities are first evaluated using the energy balance of the system for various operating conditions. Fig. 2 shows the energy balance of the chiller for various cooling loads operating at the aforementioned conditions. It is observed that the energy balance of the system is less than 0.03 showing the stability, consistency and accuracy of the measurements. Similarly, the performance of the chiller at ΔT = 4° C for the condenser coolant at full-load is shown in Fig. 4 , at ΔT = 5° C for the condenser coolant at part-load (45 Hz for the compressor) is given in Fig. 5 whilst Fig. 6 depicts the performance at ΔT = 5° C for the condenser coolant at part-load (40 Hz for the compressor) operation. Here, similar performance improvement trend with the increase in the chilled water outlet temperature is recorded for all the test conditions. It is noted that the COP increase of the system is significantly higher for the part-load operation i.e., (40 Hz compressor)
where the COP value of 5.12 is detected for the 17° C chilled water inlet temperature with the reduction in the cooling capacity. Such high COP may be attributed to the reduction in the compression ratio which varies between 2.6 and 3.5. Moreover, the improvement in the specific heat transfer area per unit cooling load for such operating conditions provides further boost for the COP improvement. As mentioned above, the performance of the MVC chiller generally improves at elevated chilled water temperatures. The improvement in the COP of a typical reversible cycle i.e., Carnot COP for refrigeration system is shown in Fig. 7 where it is noted that the COP can be almost twofold if the chilled water temperature is raised to 17° C from 7° C with slightly non-linear behaviour. Keeping performance at the AHRI standard conditions as baseline conditions, the performance improvement by increasing the chilled water inlet temperature in terms of the COP is given in Fig. 8 . It is experimentally verified that the COP of the chiller improves around 3-3.5% for each one-degree Celsius increase in the chilled water temperature. It is observed that this improvement is slightly significant at the part-load conditions. From the energy balance or the first law point of view, the increment in the COP of the chiller at elevated chilled water temperature is quite trivial due to the reduction in the compressor work from the smaller compression ratio. However, higher refrigerant flow rate is required in raising the chilled water temperatures to compensate higher heat transfer processes at elevated chilled water temperatures. Thus, the increase in the cooling capacity is expected at those operation conditions. Fig.   9 depicts the percentage improvement in the cooling capacity of the MVC chiller at elevated chilled water temperatures. It is noted that with each one-degree Celsius increase in the chilled water temperature, the cooling capacity of the chiller improves by about 4%. Fig. 8 If the latent load of the MVC chiller is decoupled to the dehumidifier, the chiller can be operated at elevated temperatures to handle only the sensible load. By operating the chiller at higher chilled water temperature such as 17° C, the performance of the chiller improves remarkably, i.e., the COP increment is about 37 -40% whilst the cooling capacity improves by 40 -45%, most importantly, using the same heat exchanger inventory and hardware. 
Conclusions
The performance of the mechanical vapour compression (MVC) chiller is evaluated at elevated chilled water inlet temperatures for handling the sensible heat alone. The performance at AHRI standard was first assessed as the baseline condition. It is observed that the chiller performance improves both in terms of the COP and the cooling capacity at elevated chilled water temperatures which can be utilized in handling the sensible load if the latent load is removed by a dehumidifier. It is experimentally verified that for each one-degree Celsius increase in the chilled water temperature, the COP of the chiller improves by about 3.5% whilst the cooling capacity improvement is about 4%.
By operating the chiller at higher chilled water temperature such as 17° C, the performance of the chiller improves remarkably, i.e., the COP increase is between 37 -40% whilst the cooling capacity improves between 40 -45%, using the same heat exchangers and other hardware. These results emphasize the superiority of the hybrid air conditioning system with the dehumidifier and the MVC system.
Publishing, 2000. Fig. 1 : The pictorial view of the water-cooled MVC experimental facility. Tables   Table 1. Summary of test conditions. 
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